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fireplace even when not in use). 

 Poorly sealed windows and doors.  

 Air gaps/thermal bridging at junction detailing. 

 

2. Key Findings 
The following section outlines specific areas of interest around the 

different physical elements of the dwellings that were uncovered by 

the thermographic surveys. 

 

2,1 Roofs and Eaves 

In 19 of the 34 dwellings, higher temperatures can be found along the 

eaves line, or a smooth line (along the loft level) was not apparent on 

the gable end, suggesting gaps in the loft insulation allowing heat to 

escape into the unheated loft space. When viewing the eaves line, the 

apparent increase in temperature could be due to: 

 Sheltering from night sky radiation, 

 Warm air rising from windows,  

 Existing ventilation gap into the loft space, 

 Loft insulation not being installed correctly and not reaching 

the wall heads completely, 

 Thermal bridging near the wall heads.  

1. Introduction 
This briefing note outlines the findings of thermal imaging surveys of 34 

solid wall dwellings in six communities across England and Wales. The 

case study solid wall dwellings include solid stone (both exposed and 

rendered) and solid brick buildings. All were built pre-1944 and include 

semi-detached and detached but with the majority being terraced 

dwellings (19 out of 34).  There were only four dwellings with partial 

solid wall insulation (internal and external) 

Overall it was difficult to assess the solid stone dwellings in terms of 

consistency of heat loss across the wall as in some cases each 

individual stone is clearly defined. This could be due to a number of 

specific influencing external factors including; 

 Different stone types used within same façade (different 

emissivity) 

 Orientation of surveyed facades and implications of the 

thermal storage properties of the solid stone 

Despite this, across both solid brick and stone facades, focused areas 

of higher temperatures are clearly visible and are further discussed in 

the following sections. There are a number of likely reasons for this 

including: 

 Localised heating such as a radiator on the external 

(uninsulated) wall.  

 Cracks in mortar/stonework. 

 Chimneys (heat lost through draughts up chimney from open 

SURVEY DATE & CONDITIONS: February-March 

2013; 4 hours after sunset (cold, dry and mainly cloudy). 

 

NO. OF HOUSEHOLDS IN SURVEY: 34 

 

KEY FINDINGS: 

 Main areas of heat loss in solid wall dwellings are: 

 Below windows (especially if there are radiators/

other localised heating sources present), 

 Inset front doors and porches, 

 Chimneys. 

 

RECOMMENDATIONS: 

 Post-retrofit non-intrusive surveys should be 

undertaken to assess quality of workmanship & 

installation of solid wall insulation. 

 Low cost measures such as radiator reflector panels 

can reduce localised heat loss, if high cost measures 

such as wall insulation is not feasible. 

SOLID WALL DWELLINGS: 
THERMAL IMAGING SURVEY FINDINGS 
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2.2 Projecting window design 

All of the 14 dwellings with bay windows show significantly higher 

temperatures at the junctions between the bays and the main 

building. Generally, the bay windows are of a different construction 

and material but even in buildings where they are of the same 

material, higher temperatures are present. Whilst the higher 

temperatures could be due to the sheltered nature of these areas, it 

is also potentially indicative of ; 

 Cracks along the junctions,  

 Poor workmanship in these areas, 

 Degradation of the materials and mortar joints.    

2.3 Areas surrounding structural openings 

The higher temperatures were again found above and around 

windows and doors in 20 of the 34 buildings, which suggests a lack 

of draughtproofing and/or sealing of the window units, although the 

angles and different materiality of these elements need to be taken 

into consideration when interpreting images of these areas. 

2.4 Cills and area below windows 

A number of dwellings also show higher temperatures below 

window cills. This may be due to cracked mortar joints in the stone/

brick work below the cills, or localised heating from radiators due 

to the lack of insulative material on the external walls. This issue 

appears more prevalent in solid brick dwellings than solid stone 

dwellings.  

2.5 Inset entrance porches 

Inset entrance porches also appear to be a source of heat loss; with 

all 12 of the dwellings with them showing higher temperatures 

around the frames. The images  demonstrate the impact of the 

occupant’s decision not to replace the doors and the adjacent fixed 

single glazing and fanlights. In addition, the wall adjacent to the 

heated space may also have been built as a single leaf (particularly in 

solid brick buildings) to increase internal floor area thus reducing its 

thermal properties. Despite this, due to the sheltered nature of 

these areas, it is likely that the apparent increase in temperatures 

may be due, in part, to thermal storage and/or shelter from night 

sky radiation. 

An interesting case was found where an original doorway has been 

infilled. The higher temperatures in this area suggests that the 

construction (likely to be cavity wall) may not be insulated fully and 

that the detailing of the junctions between the original walls and the 

infill has not adequately been dealt with in terms of thermal bridging 

and air gap issues. 

2.6 Ground Level 

Five dwellings showed signs of higher temperatures at ground level; 

although due to obstructions it is possible that more buildings may 

also suffer from this. Whilst this can be indicative of damp, it can 

also point to heat loss due to lack of sealing of suspended floors.  

Higher temperatures at ground level were also found in dwellings 

with basements. This suggests that these areas, although not being 

living areas are still heated. It is also worth noting that in the 

majority of such buildings, the windows in the basement are single 

glazed, there is little to no insulation at ground floor level and the 

doors into the basement area are of indoor specification only. 

2.7 Solid Wall Insulation 

In dwellings with solid wall insulation (internal) installed, there 

appeared to be issues with the continuity of the insulation, 

particularly around the junctions with the bay windows and up within the 

eaves. In comparison, external wall insulation with render finish appears 

to have been installed well in the two dwellings with it present.  with 

continuity in surface finish across the façade. Although unable to survey 

the other dwelling with external wall insulation adequately, it too appears 

to provide an even finish; much more so than that achieved by internal 

wall insulation, even though it is on the same building.                  

Areas of significant heat loss through single glazed door panels 

and fanlight above. 

Dwelling with retrofitted internal wall insulation; highlighting the 

difficulties in ensuring corners (especially around bay windows) 

and around eaves are fully insulated. 

Solid brick wall showing significant heat loss beneath window 

(location of radiator). 
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3. Recommendations 

Findings relevant to a number of different stakeholders have been 

uncovered through the thermographic surveys. The following 

section outlines the principle recommendations and comments 

relevant to the key stakeholders. 

3.1 Householders 

 Simple low-cost measures such as radiator reflector panels, 

thick curtains and draughtproofing strips can make 

significant improvements in terms of reducing heat loss 

through walls.  

 Bay windows are often of different construction (and 

quality) to main building and require particular care and 

detailing when upgrading their thermal performance. 

 Ensure unheated spaces are adequately sealed / draught-

proofed to ensure heat is not lost in these areas (e.g. 

basements). 

 The performance of loft insulation can be significantly 

reduced if not installed fully (including up to eaves) but any 

existing ventilation gaps should be retained to mitigate 

unintended consequences such as interstitial condensation 

and subsequent damage to structural issues. 

 Awareness of rights and compliancy procedures in relation 

to wall insulation installations is critical to achieving 

maximum benefits from improvements. 

3.2 Community Organisations 

 Thermographic surveys can be used to: 

 Provide feedback on projects involving energy 

efficiency measures and provide advice and support 

to residents to ensure issues are rectified where 

possible. 

 Raise awareness in occupants of key heat loss areas 

and provide advice, support (where funding and 

human resources allow). 

 Assess existing situation in order to co-ordinate 

future activities. 

 Undertake non-intrusive pre- and post-retrofitting 

monitoring such as thermal imaging (and follow-up 

rectifications, if applicable) to ensure performance of 

insulation is acceptable. 

 Be aware of the difficulties in the interpretation of the thermal 

images; and ensure no further works are undertaken without 

further investigation. 

 Partnerships with intermediary organisations (including academic 

institutions, community networks and local authorities) at both 

national and local levels can bring expertise and resources 

otherwise lacking. 

 Ensure advice to residents includes: 

 Information on compliancy certification and guarantees. 

 Knowledge and awareness to wide variety of measures, 

from low to high cost. 

3.3 Installers 

 Ensure full survey is undertaken of existing building prior to 

retrofit works to provide clarity on a) applicability of proposed 

improvements, b) existing conditions and quality, and c) correct 

materials to be used. 

 Work with community and/or intermediary organisations to 

provide post-retrofit evidence of improvements. 

 When undertaking significant retrofitting such as solid wall 

insulation, care should be taken in finding, commissioning and 

installation of the works. 

3.4 Policy advisors 

 Include post-retrofit monitoring and evaluation techniques, 

particularly non-intrusive measures such as thermal imaging in 

policy and regulation implementation. 

 

 

 

Please refer to the more in-depth EVALOC reports on individual 

communities and overall thermal imaging survey report which can 

be found in the Communities & Energy toolkit on the EVALOC 

website. 

Solid brick dwelling, localised elevated temperatures below 

windows.  

Solid stone dwelling with rendered external insulation, continuous 

finish visible but areas of higher temperatures around windows 

and doors. 
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